Abstract: Reverse osmosis (RO) elements operating at a low pressure (LP) or a low energy (LE) are generally called "LPRO" or "LERO", and the nomenclature "LP" and "LE" are convertible due to the interrelated features of the pressure and the energy in the RO process. Not only can LPRO be operated at lower pressures, which enables energy saving, but also at the standard operating pressure with an enhanced permeate flux. In this study, the feasibility of the LPRO element was evaluated in the face of high fouling potential feed water. The commercially available standard RO and LPRO were chosen, and the membrane properties including the fouling susceptibility and the surface characteristics were thoroughly evaluated. The variations of various performance parameters were monitored during an 872 h operation in a pilot system, which was operated in a constant flux mode. Then, the used membranes were analyzed to further verify the fouling load localization and the fouling intensities. The average flux variation of the individual RO elements in a vessel and the economic feasibility of LPRO were also evaluated through a simulation study using an RO system design software. This study showed that the localization of fouling load within a pressure vessel of an LPRO system caused about 20% higher flux decline and almost 2-times higher salt passage than those of a standard RO membrane system. Furthermore, the simulation study predicted that average operating pressure difference ratio (%) between two RO membranes decreased from 24.4% to 17.8% and a substantial quantity of LPRO elements (83.3%) must be replaced to meet the designated water criteria only after 2 years' operation.
Introduction
Reverse osmosis (RO) is a representative demineralization process for which a semipermeable membrane is adopted to remove the dissolved substances from a solution. Liquid and only the marginal portion of some ions can pass to the permeate side through a semipermeable membrane, but the majority of the dissolved materials are rejected. The RO membrane process has been regarded as one of the most economically advantageous separation technologies for both seawater desalination and the purification of various water resources contaminated with pesticides, pharmaceuticals, heavy metals, or other emerging micropollutants. Along with food and beverage processing, the RO process can also be used for recycling wastewater and reclaiming highly valuable resources from the various industrial waste streams. The design and operation of the RO process are relatively simple compared with the other traditional separation processes. The simultaneous achievement of the separation and concentration for diverse compounds is another merit of the RO process.
However, the RO process is still subject to numerous demands including the reduction of the operation and maintenance costs [1] [2] [3] [4] [5] [6] [7] [8] [9] [10] , prolonging the membrane lifetime [7] [8] [9] [10] [11] [12] [13] [14] [15] [16] [17] , and advancing the membrane module and system configuration designs [7, 8, 18] . The development of a low-pressure (higher flow rate) RO membrane could accomplish some of these demands. Low-pressure RO elements that can be operated at low pressures such as 7.5 bar have been developed for energy saving [19] . Furthermore, ultra-low-pressure RO elements that can be used at much lower operating pressures such as 3 bar to 5 bar were also developed [8, 20, 21] . With the advances in the membrane performance, the portion of RO element cost in RO systems has simultaneously decreased [7] [8] [9] 19] . However, despite the recent noticeable progress in the membrane performance, the membrane still suffers from the membrane fouling that is an accumulation of various contaminants on the membrane surface. Fouling by such a build-up of organic contaminants can cause irreversible damage to the membrane surface, which can deteriorate the membrane performance during the system operation, eventually leading to a shortening of the membrane lifetimes [10, 14, 15, [22] [23] [24] [25] [26] [27] [28] . The application of LPRO can be also limited by the membrane fouling. It has been long believed that the LPRO membranes cause the decrease in operation pressure and a slight increase in salt passage when operating in constant flux mode. Furthermore, the lower pressure operation of LPRO membranes also has been considered favorable with respect to mitigation of membrane fouling. However, the unevenness of flow rate among individual elements in a pressure vessel might be more intensified in LPRO due to its inherently higher permeability. As a result, there can be a significant difference in the long-term operational stability, especially the membrane fouling susceptibility, between standard and LPRO membranes. In addition, more severe fouling can be generated at higher permeate water flux and lower crossflow velocity [29] [30] [31] [32] .
Norberg et al. investigated the fouling resistance of commercial LPRO membranes using a feed solution with high organic contents and total dissolved solids [33] . Several pieces of research on the development of fouling-resistant LPRO membrane were also conducted by the modification of membrane surface [34] [35] [36] [37] [38] . Furthermore, Huang et al. suggested the necessity of more advanced pretreatment process to prevent membrane fouling occurrence in the LPRO membrane adopted water treatment system [20] . However, few studies were conducted by directly comparing the variations of both system performance and individual elements performance between standard and LPRO membranes in a pilot scale.
The objective of this study is the evaluation of the feasibility of the LPRO elements through the performance of a long-term pilot test wherein feed water with a high fouling potential is adopted. Two types of RO element with different permeate flow rates were chosen for the pilot test. At first, the basic membrane properties including the fouling resistance and the surface characteristics were evaluated and compared to investigate the similarity of physico-chemical properties between the two membranes. Then, the performance variation of the RO systems installed with the two different types of RO element was monitored during the entire test period (872 h). The feed pressure, normalized permeate flow rate (NPF), and normalized salt passage (NSP) were monitored as the representative performance parameters during the pilot test. The performances of the individual RO elements in the pressure vessels were also measured and compared to verify the fouling load localization after the completion of the pilot test. The membrane coupons and the foulants extracted from the used RO elements were investigated to evaluate the fouling behavior according to the permeate flow rates of the RO elements. Furthermore, the average flux variation of the individual RO elements in a vessel and the economic feasibility of LPRO were evaluated through the simulation study using the RO system design software CSMPro 5.0 (Toray Chemical Korea Inc., Seoul, Korea). Especially, the design software input variables including the annual flux decline and the annual salt passage increase were adjusted through the adoption of the pilot test results obtained in this study, thereby enabling the evaluation of the economic feasibility of an LPRO operation that faces high fouling potential feed water. 
Materials and Methods

Scheme of the Long-Term Pilot Test
The RO test system, equipped with two parallel sets of pressure vessels and located in A Steel (Dangjin City, Korea) , was used for the pilot test study. The schematic of the pilot test apparatus is shown in Figure 1 , and the test system is the same as that of the previous study with the exception of the retentate recycling loop [18] . The pilot RO system operation was conducted with an identical feed facing mode that enabled the separate parallel assessments of the two pressure vessels, and each vessel was installed with RO elements comprising different permeate flow rates. Each pressure vessel contained three commercial 8-inch diameter RO elements in a series manner, and the individual RO elements possessed an effective membrane area of 400 square feet.
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Scheme of the Long-Term Pilot Test
The RO test system, equipped with two parallel sets of pressure vessels and located in A Steel (Dangjin City, Korea) , was used for the pilot test study. The schematic of the pilot test apparatus is shown in Figure 1 , and the test system is the same as that of the previous study with the exception of the retentate recycling loop [18] . The pilot RO system operation was conducted with an identical feed facing mode that enabled the separate parallel assessments of the two pressure vessels, and each vessel was installed with RO elements comprising different permeate flow rates. Each pressure vessel contained three commercial 8-inch diameter RO elements in a series manner, and the individual RO elements possessed an effective membrane area of 400 square feet. The LPRO elements 8040-FLR (FLR) were installed in vessel A, and the regular brackish water RO (BWRO) elements 8040-FEn (FEn) were installed in vessel B. Both FLR and FEn are representative fouling resistant RO elements of Toray Chemical Korea Inc. The effective membrane area, element construction materials, and other RO element manufacturing conditions are maintained as the same for the RO elements in vessels A and B, with the membrane performance being the only exception. More detailed descriptions of the test condition, monitoring parameters, and element specifications are described in Table 1 . As can be seen in Table 1 , considering the different standard test conditions of both RO elements, the LPRO FLR exhibited a higher permeate flow rate than the regular grade RO FEn. The permeate flow rate difference between the two elements is more intensively explained in the subsequent section. The LPRO elements 8040-FLR (FLR) were installed in vessel A, and the regular brackish water RO (BWRO) elements 8040-FEn (FEn) were installed in vessel B. Both FLR and FEn are representative fouling resistant RO elements of Toray Chemical Korea Inc. The effective membrane area, element construction materials, and other RO element manufacturing conditions are maintained as the same for the RO elements in vessels A and B, with the membrane performance being the only exception. More detailed descriptions of the test condition, monitoring parameters, and element specifications are described in Table 1 . As can be seen in Table 1 , considering the different standard test conditions of both RO elements, the LPRO FLR exhibited a higher permeate flow rate than the regular grade RO FEn. The permeate flow rate difference between the two elements is more intensively explained in the subsequent section. 
Monitoring Parameters in the Pilot Test
The pilot RO system was operated under the pressure variation mode where the flux and recovery are maintained as constant. Consequently, the system performance fluctuation led by the fouling was evaluated through the monitoring of the variations of the operating feed pressure, NPF, and NSP.
The data normalization in the RO process is a widely-used calculation method to express the measured system performance from the perspective of the predetermined reference condition. The inevitable variations in the operating conditions may cause fluctuations in the permeate flow rate and the salt passage, which prevent the detection of the performance deteriorations due to the membrane property changes. The data normalization allows the operator to determine whether the noticeable variations in the system performance (flow rate and/or salt passage) are normal alterations caused by the changes in the operating conditions, or indicative of fouling, scaling, and/or membrane integrity loss. In this regard, NPF is the most influential monitoring parameter for the RO system, where factors including the pressure, temperature, and solute concentration variations are considered. The NPF could therefore be a viable option for the monitoring of the following issues in the RO system: extent of fouling and scaling, membrane compaction under high-pressure operations, and any mechanical leak involved in the RO element assembly that can affect the permeate flow rate. The NPF was attained by the following Equation (1) .
where Q o is measured (actual) permeate flow rate, P i is initial operating pressure, P o is actual operating pressure, ∆P i is initial differential pressure, ∆P o is actual differential pressure, P pi is initial permeate pressure, P po is actual permeate pressure, π i is initial osmotic pressure derived from the logarithmic mean concentration of feed and concentrate, π o is actual osmotic pressure derived from the logarithmic mean concentration of feed and concentrate, TCF i is initial temperature correction factor, and TCF o is actual temperature correction factor, respectively [23, 39] . The term "initial" means the measured performance data at the initial point of RO system operation and the term "actual" implies the observed performance data at the certain point of time after starting RO system operation. RO membrane performance is largely affected by feed water temperature variations. Therefore, the temperature correction factor (TCF) must be considered to normalize the observed performance under varying temperature conditions to the temperature of initial system operation. The salt rejection (salt passage) is also a widely-used parameter for the monitoring of the RO system performance. Any operational or mechanical issues that arise in the RO system can be detected and revised beforehand through the monitoring of these performance parameters, prior to the occurrence of an irretrievable system performance deterioration. The NSP including the net driving pressure (NDP) can be derived by the following equations (Equations (2) and (3)), and the normalized salt rejection (%) is also readily obtained by subtracting the NSP (%) from the integer 100.
where C po is actual concentration of permeate, NDP i is initial net driving pressure, NDP o is actual net driving pressure, C fci is initial logarithmic mean concentration of feed and concentrate, C fco is actual logarithmic mean concentration of feed and concentrate, C fi is initial concentration of feed, and C fo is actual concentration of feed, respectively.
where P is operating pressure, ∆P is differential pressure, P p is permeate pressure, and π is osmotic pressure derived from the logarithmic mean concentration of feed and concentrate [7] [8] [9] 19, 23, 39] . The feed water in the pilot test was fed into the two parallel pressure vessels of the pilot RO system after passing the conventional coagulation, sedimentation, and fine fibrous 5-µm microfilter filtration sequentially. The qualities of the feed and the permeate including the water temperature, silt density index (SDI), pH, and total dissolved solids (TDS) were monitored during the pilot test period. The individual ion concentration of the feed water was evaluated using ion chromatography (ICS3000 and DX500, Dionex), (Thermo Fisher Scientific, Waltham, MA, USA) and inductively coupled plasma optical emission spectrometry (Activa M, HORIBA Jobin Yvon S.A.S., Longjumeau, France). RO system simulation studies were conducted to estimate the average flux of the individual RO elements in a vessel, and the verification of the economic feasibility of LPRO was conducted using the RO system design software CSMPro 5.0 that was provided by Toray Chemical Korea Inc. [39] . The input variables of RO system design software were adjusted based on the pilot-test results, and the predicted simulation results were considered in terms of the long-term system performance stability and the economic feasibility according to the flow rate of the adopted RO elements.
Laboratory Fouling Susceptibility Test
The fouling susceptibility values of both membranes (FLR, FEn) were evaluated prior to the actual long-term pilot test via a laboratory crossflow filtration system (Figure 2 ). Flat sheet coupons of both RO elements were kindly provided by Toray Chemical Korea Inc. Normalized salt passage (
where Cpo is actual concentration of permeate, NDPi is initial net driving pressure, NDPo is actual net driving pressure, Cfci is initial logarithmic mean concentration of feed and concentrate, Cfco is actual logarithmic mean concentration of feed and concentrate, Cfi is initial concentration of feed, and Cfo is actual concentration of feed, respectively.
where P is operating pressure, ΔP is differential pressure, Pp is permeate pressure, and π is osmotic pressure derived from the logarithmic mean concentration of feed and concentrate [7] [8] [9] 19, 23, 39] . The feed water in the pilot test was fed into the two parallel pressure vessels of the pilot RO system after passing the conventional coagulation, sedimentation, and fine fibrous 5-μm microfilter filtration sequentially. The qualities of the feed and the permeate including the water temperature, silt density index (SDI), pH, and total dissolved solids (TDS) were monitored during the pilot test period. The individual ion concentration of the feed water was evaluated using ion chromatography (ICS3000 and DX500, Dionex), (Thermo Fisher Scientific, Waltham, MA, USA) and inductively coupled plasma optical emission spectrometry (Activa M, HORIBA Jobin Yvon S.A.S., Longjumeau, France). RO system simulation studies were conducted to estimate the average flux of the individual RO elements in a vessel, and the verification of the economic feasibility of LPRO was conducted using the RO system design software CSMPro 5.0 that was provided by Toray Chemical Korea Inc. [39] . The input variables of RO system design software were adjusted based on the pilot-test results, and the predicted simulation results were considered in terms of the long-term system performance stability and the economic feasibility according to the flow rate of the adopted RO elements.
The fouling susceptibility values of both membranes (FLR, FEn) were evaluated prior to the actual long-term pilot test via a laboratory crossflow filtration system (Figure 2 ). Flat sheet coupons of both RO elements were kindly provided by Toray Chemical Korea Inc. foulants with a temperature of 25 • C and a pH of 7.0 was pumped from the feed tank and pressurized at 10.3 bar by a high-pressure pump at a flow rate of 1.0 gal/min (equivalent to 3.7854 L/min). The fouling susceptibility values of both membranes were estimated by measuring the flux decline ratio after a 2 h operation with the model foulant containing feed solution. The model foulants that were used for the organic, cationic, and anionic substances are 50 ppm dry milk, 5 ppm dodecyl trimethyl ammonium bromide (DTAB) (Sigma-Aldrich, St. Louis, MO, USA), and 50 ppm sodium dodecyl sulfate (SDS) (Sigma-Aldrich, St. Louis, MO, USA), respectively.
Membrane Analysis
The surface charge characteristics of the RO membranes expressed as streaming potentials were evaluated within the pH region of 4 to 10 through the use of a streaming potential analyzer (BI-EKA, Brookhaven, NY, USA) with a 1 mM KCl electrolyte solution. The surface features of the membranes were investigated with scanning electron microscopy (Novanano 230, FEI, Hillsboro, OR, USA) and atomic force microscopy (XE-150, PSIA, Lakewood, CO, USA). Contact angle measurements were conducted with a contact angle analyzer (VCA Optima, AST Products Inc., Billerica, MA, USA) through the application of the sessil drop method. ATR-FTIR (Nicolet 6700, Thermo Scientific, Waltham, MA, USA) spectrometer was used to evaluate the ratio of amide peak intensity (1540 cm −1 ) to aromatic ring band intensity (1588 cm −1 ).
Instrumental analyses on the membrane coupons and foulant samples obtained from the RO elements that were used for the pilot test were also carried out. The samplings of the fouled membranes and the accumulated foulants on the membrane surface were conducted at the lead position element of each pressure vessel. The surface morphology of the fouled membranes and the chemical element analysis of the foulant were performed using the scanning electron microscope (SEM) (Novanano 230) (FEI, Hillsboro, OR, USA) equipped with an energy dispersive X-ray spectroscopy (EDX) device (Apollo-XSDD) (EDAX, Mahwah, NJ, USA). The intensity of the organic fouling on each membrane was evaluated by measuring the total organic carbon (TOC) concentration. The fouled flat sheet membrane samples of 15 cm 2 that were extracted from the lead position elements were stored and agitated in 100 mL of deionized water at predetermined conditions (30 • C solution temperature, 7 days soaking time), and then the eluted organic content that had originated from the fouling layer on the membrane surface was analyzed by the TOC analyzer (TOC-500) (Shimadzu, Kyoto, Japan). The fractions of the organic and inorganic substances in the deposited foulant were determined according to the weight loss on ignition (LOI) method using the thermal gravimetric analysis (TGA). Generally, the weight LOI of the foulant was regarded as a practical indicative for the estimation of the occupying ratio of the organic and inorganic materials in the fouling layer. Gathered foulant samples from each RO element were gradually heated up to 700 • C using the TGA (Discovery) (TA Instruments, New Castle, DE, USA).
Results and Discussion
Laboratory Fouling Susceptibility Test and Pristine Membrane Analysis
Prior to conducting the long-term pilot test, the fouling susceptibility evaluations of both RO elements chosen in this study were carried out using the flat sheet membrane coupons at constant operating pressure mode. The base membrane performance described in Figure 3 is an average of four membrane coupons, and two of the four samples that are close to the average permeate flow rate were selected for the subsequent fouling resistance test.
The FLR exhibited a permeate flow rate that is almost 35% higher than that of the FEn with no noticeable difference in the salt rejection value. The FLR also showed a slightly higher flux decline ratio compared with the FEn for all of the fouling resistance tests using dry milk, DTAB, and SDS. An additional fouling resistance test for which the FEn permeate flow rate was adjusted up to that of the FLR was conducted to further verify the effect of the permeate flow rate on the membrane fouling intensities [26, [40] [41] [42] . The operating pressure was carefully increased to match the permeate flow rate of the FEn to the FLR level. The FEn flow-up case represented almost the same flux decline value compared with the FLR case. There was no significant difference in the fouling susceptibility between the FEn and FLR membranes, and this study shows that the anti-fouling characteristics of both membranes are almost analogous.
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As shown in Figure 4 , both membranes exhibited almost the same charge characteristics and hydrophilicity, irrespective of the membrane type. The surface structure was also investigated using SEM and atomic force microscope (AFM) (XE-150, PSIA). Typical ridges and valleys on the surface structure of the polyamide-based RO membrane could be confirmed for both membranes from the SEM images ( Figure 5 ), and there is no notable difference between the two membranes.
The surface morphology analysis results from the AFM also showed a comparable trend. The definitions of projected area and mean height are defined as the product of x and y range in the selected area scanned by AFM and the average height of the height profiles within the area, respectively. As described in Table 3 , both the root mean square roughness (Rms) and the peak-to-valley (Rp-v) distance of the two membranes did not reveal major differences. To summarize, both the FEn and FLR membranes exhibited quite similar surface characteristics, such as the The material composition and physical properties of FEn and FLR membranes were summarized in Table 2 . Both membranes were typical thin film composite (TFC) aromatic polyamide RO membrane reinforced by the polysulfone support and polyester non-woven fabric. The ratio of amide peak intensity (1540 cm −1 ) to aromatic ring band intensity (1588 cm −1 ) of both membranes were estimated by FTIR analysis. The lower peak ratio of FLR membrane indicated that the LPRO membrane comprised relatively thinner polyamide active layer than that of FEn, which can be regarded as a primary reason for the higher flow rate of the LPRO FLR membrane. The FLR membrane coupon also exhibited a higher permeate flow rate than FEn. As shown in Figure 4 , both membranes exhibited almost the same charge characteristics and hydrophilicity, irrespective of the membrane type. The surface structure was also investigated using SEM and atomic force microscope (AFM) (XE-150, PSIA). Typical ridges and valleys on the surface structure of the polyamide-based RO membrane could be confirmed for both membranes from the SEM images ( Figure 5 ), and there is no notable difference between the two membranes.
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Operating-Pressure Variations According to the Permeate Flow Rate of the RO Elements
A pilot RO system was operated at constant flow rate mode, and the qualities of water solution used in the pilot test are described in Table 4 . Considering the general guidelines for the RO feed water qualities, the TOC, SDI, and turbidity values of the raw water are over the maximum structural morphology, surface charge, hydrophilicity, and fouling resistance, with the permeate flow rate being the only exception. 
A pilot RO system was operated at constant flow rate mode, and the qualities of water solution used in the pilot test are described in Table 4 . Considering the general guidelines for the RO feed water qualities, the TOC, SDI, and turbidity values of the raw water are over the maximum The surface morphology analysis results from the AFM also showed a comparable trend. The definitions of projected area and mean height are defined as the product of x and y range in the selected area scanned by AFM and the average height of the height profiles within the area, respectively. As described in Table 3 , both the root mean square roughness (R ms ) and the peak-to-valley (R p-v ) distance of the two membranes did not reveal major differences. To summarize, both the FEn and FLR membranes exhibited quite similar surface characteristics, such as the structural morphology, surface charge, hydrophilicity, and fouling resistance, with the permeate flow rate being the only exception. 
A pilot RO system was operated at constant flow rate mode, and the qualities of water solution used in the pilot test are described in Table 4 . Considering the general guidelines for the RO feed water qualities, the TOC, SDI, and turbidity values of the raw water are over the maximum allowable ranges [7, 8, 39] . After a 646 h operation, the retentate of each vessel was recycled to the feed water to generate a higher-fouling-potential feed water condition (Figure 1 ), and as shown in Table 4 , the TOC, SDI, and turbidity noticeably increased after the recycling of the retentate. The total operation period (872 h) was segmented by a three-operation period on the basis of the cleaning in place (CIP) intervals. Initially, the CIP was to be conducted when the differential pressure of each vessel reached 1 bar; however, the CIP was performed simultaneously at the two pressure vessels due to the almost similar differential pressure build-up trend of both vessels. Detailed CIP sequences are described in Table 5 , and the CIP protocol was optimized via the preliminary pilot test study and the operational experience of the main RO plant, which was treated the same feed water as the pilot RO system [18] . Table 5 . CIP procedure applied in this study. At first, the operating pressure variation trend was monitored. The raw water qualities including the TOC, SDI, and turbidity were not suitable for the stable RO operation, so the membrane fouling propensity was inevitably high. Consequently, as shown in Figure 6a , both vessels exhibited gradually increasing operating pressure trends with increasing operation time. As a result, the first CIP point emerged after approximately 450 h of operation, while about 200 h of operation was enough to reach the additional designated CIP point. Interestingly, while the FEn vessel exhibited the decreased operating pressure value below its initial value, a slightly increased operating pressure was confirmed in the FLR vessel after the conduction of the first CIP. Considering the same CIP condition for both vessels, it could be concluded that the membrane fouling is relatively severe (less cleaning efficiency) in the FLR vessel.
CIP
The accumulative membrane fouling along with the increased operation time surely decreased the CIP interval, and the intensity of the membrane fouling, which can be expressed as an increase in the operating pressure, is considerably higher in the third operation period compared with the other operation periods due to the enhanced fouling potential condition of the third period. The operating-pressure drop that occurred at the second operation period start-up point of the FEn vessel and at the third operation period start-up point (Figure 6a ) of both vessels is mainly attributed to the feed water temperature increase that was led by the retentate recycling and the CIP induced swelling effect. The average feed water temperature during the first and second operation periods is 23.2 • C, but this increased to 26.6 • C during the third operation period due to the retentate recycling. According to the RO membrane temperature correction factor, an about 4% increase of the permeate flow rate was obtained per 1 • C increase of the feed water temperature [7, 8, 39] . As described in Table 5 , the CIP protocol in this study repeated the acid and base condition cleanings in a sequential manner. The polyamide membrane is known to be swollen at the base condition due to the deprotonation of the carboxylic acid groups within membrane structure [43, 44] . The swelling of the polyamide led to more permeable membrane structure, causing lowered operating pressures.
The data abnormality that occurred in the FLR vessel at around the 800 h mark in the third operation period is due to a mechanical issue in the pilot system (Figure 6a) . At that time, the automatic valve equipped in the permeate stream of the FLR array malfunctioned, so the actual permeate flow decreased to less than 1.9 ton/h and the operating pressure was also maintained relatively low. After the repair of the automatic valve, the performance indicatives of the FLR vessel, including the flow rate and the operating pressure, recovered to the initially designed value. To validate the performance variation between the two vessels, the operating pressure increasing tendency of each operation period was estimated by comparing the operating pressures of the start-up point and end-point of each operation period. The operating pressure increment was attained by the following Equation (4).
Operating-pressure increment (%) = 100 × ((P e − P i )/P e ) (4) where P e is operating pressure at the end-point of each period, and P i is operating pressure at the initial point of each period, respectively.
Water
exhibited the decreased operating pressure value below its initial value, a slightly increased operating pressure was confirmed in the FLR vessel after the conduction of the first CIP. Considering the same CIP condition for both vessels, it could be concluded that the membrane fouling is relatively severe (less cleaning efficiency) in the FLR vessel. The accumulative membrane fouling along with the increased operation time surely decreased the CIP interval, and the intensity of the membrane fouling, which can be expressed as an increase in the operating pressure, is considerably higher in the third operation period compared with the other As can be seen in Figure 7 , both vessels exhibited an increased operating pressure with increasing operation time, which inferred the occurrence of the accumulative membrane fouling. In addition, the FLR vessel showed a pronounced operating pressure increasing tendency throughout the test period, suggesting a more intensified fouling in the FLR vessel. Especially, during the third period of operation for which retentate recycling was adopted to generate higher fouling potential feed water condition, the highest operating pressure increasing tendency was confirmed for both vessels. The operating pressure gap ratio between the two vessels was also evaluated using the following Equation (5).
Operating pressure difference ratio (%) = 100 × ((P FEn /P FLR ) − 1)
where P FEn is operating pressure of FEn and P FLR is operating pressure of FLR, respectively. As can be seen in Figure 6a , the feed pressures at the initial point of operation are 8.2 bar for the FEn vessel and 5.7 bar for the FLR vessel. The initial operating pressure difference clearly originated from the inherent flow rate difference of both RO elements. However, as can be seen in Figure 8 , the operating pressure difference ratio between the two vessels became smaller as the cumulative operation time was increased. At the initial stage of operation, a roughly-50%-higher operating pressure was needed for the FEn vessel to meet the designed permeate flow rate 2.2 ton/h, but the pressure difference gap ratio decreased to approximately 32% during the first period of operation (start-up to 448 h).
The CIP conducted at the end of the first period could not recover the initial pressure difference ratio between the two vessels, and the decreased pressure difference ratio was almost maintained during the remaining operation period (448 h to 872 h); this is mainly due to the fact that the FLR vessel exhibited a higher operating pressure increasing tendency compared with the FEn vessel. The fluctuation of the operating pressure difference ratio during the third operation period was caused by the previously described permeate stream autovalve error of the FLR installed RO array. Noticeably, the least pressure difference was estimated at the end-point of the third operation period, which could be considered as the most severe fouling occurrence condition. As previously described, the retentate of each vessel was recycled to generate the higher fouling potential condition during the third period of operation. This result suggests that the advantage of a low-pressure RO membrane, which could lower the operating pressure, can be diminished at the high fouling potential operation condition.
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Variations of the Normalized Permeate Flow Rate (NPF) and Normalized Salt Passage (NSP) According to the Permeate Flow Rate of the RO Elements
The normalization of flow rate and salt passage was conducted to determine the noticeable variations in the system performance that originated from the membrane fouling. The NPF of both vessels was maintained constantly without a noticeable change until 200 h of operation (Figure 6b ), but a gradual decreasing tendency was confirmed after 200 h operation. The FLR adopted vessel exhibited a larger NPF decline compared with the FEn during the first operation period. Similar to the operating pressure variation case, the FEn vessel showed increased NPF values at the start-up points of the second and third periods due to the CIP induced swelling effect. The NPF difference between the two vessels at the start-up point of the second operation period is more enhanced after the conduction of the CIP, which suggests that a more intensive fouling (less cleaning efficiency) occurred in the FLR vessel during the first operation period; and this trend is similar to the operating 
The normalization of flow rate and salt passage was conducted to determine the noticeable variations in the system performance that originated from the membrane fouling. The NPF of both vessels was maintained constantly without a noticeable change until 200 h of operation (Figure 6b ), but a gradual decreasing tendency was confirmed after 200 h operation. The FLR adopted vessel exhibited a larger NPF decline compared with the FEn during the first operation period. Similar to the operating pressure variation case, the FEn vessel showed increased NPF values at the start-up points of the second and third periods due to the CIP induced swelling effect. The NPF difference between the two vessels at the start-up point of the second operation period is more enhanced after the conduction of the CIP, which suggests that a more intensive fouling (less cleaning efficiency) occurred in the FLR vessel during the first operation period; and this trend is similar to the operating pressure drop confirmed in Section 3.2. Compared to the operating pressure variation depicted in Figure 6a , however, the NPF variation is much more relieved in the third period of operation, because the NPF calculation accounted for the flow rate variation that was induced by the water temperature fluctuation.
The permeate flow variation rate (PVR, ton/h) was estimated according to the segmented operation terms. The permeate flow variation rate was calculated on the basis of time rate of change in NPF between the start-up point and end-point during the operation. As described in Table 6 , both vessels exhibited negative PVR values which inferred the decrease of the NPF, and the FLR showed a larger PVR decline compared with the FEn during the entire test period. Specifically, the FLR exhibited an approximately 50% higher PVR decrease value compared with the FEn during the first operation period, which can be regarded as similar to the trend that was observed in the operating pressure study. Furthermore, the PVR decline values of both vessels became larger as the cumulative operation time was increased. Noticeably, the NPF and PVR remarkably decreased during the third operation period for which the high fouling potential operation condition was adopted. The increase of the cumulative operating time and the high fouling potential condition in the third operation period can lead to the intensive membrane fouling, and the degree of membrane fouling that was expressed as the decreased NPF and enhanced PVR-decline values is more pronounced for the FLR case. Apparently, the NSP provided a more distinctive performance deterioration behavior in the FLR case (Figure 6c) . FLR vessel showed a slightly higher salt passage due to the lower operating pressure compared with that of the FEn at the initial operation stage. However, the NSP difference between the two vessels became larger even though the FLR vessel experienced a higher operating pressure increasing tendency compared with the FEn during the entire operation period. The NSP of both vessels almost recovered to the initial values after the conduction of CIP, but a more rapid NSP increasing behavior was confirmed in the subsequent plant operation. Contrary to the operating pressure and NPF variation trends, the NSP difference between the two vessels started to become larger just after the initial operation start-up point. The salt passage variation rate (SVR, %/h) was also evaluated (Table 6 ). Similar to the PVR, the SVR can be estimated from the NSP difference and the elapsed operation time of the given operation period. Compared with the FEn vessel, the SVR increase of the FLR vessel is approximately 2.5 times higher during the first operation period, and then an approximately twofold increase of the SVR was maintained during the remaining operation period, showing more accumulation of fouling and subsequent rejection decline in FLR. Figure 9 describes the simulation study results for the average permeate flux of the individual elements in a pressure vessel using RO system design software CSMPro 5.0. The flux variation behaviors of the FEn and FLR were compared according to the element position in a vessel. Both cases showed the highest average flux for the lead position element and the lowest average flux for the end position element. Considering the increased feed water concentration and the NDP decline that were caused by the filtered water through the fore positioned elements, the lowest flux of the end position element is quite reasonable. Notably, the FLR case exhibited the larger average flux difference between the lead and end position elements compared with the FEn. The localized working load within a pressure vessel that is due to an uneven individual element average flux may accelerate the fouling of the lead position element, which could lead to an enhanced salt passage. The membrane fouling propensity increased with the operational flux. Consequently, the higher flow rate operation of the lead position element of the FLR vessel caused a more intensified membrane fouling. Alternatively, the FEn adopted case may generate a more even working load distribution within a vessel, which enables a more stable system operation.
working load within a pressure vessel that is due to an uneven individual element average flux may accelerate the fouling of the lead position element, which could lead to an enhanced salt passage. The membrane fouling propensity increased with the operational flux. Consequently, the higher flow rate operation of the lead position element of the FLR vessel caused a more intensified membrane fouling. Alternatively, the FEn adopted case may generate a more even working load distribution within a vessel, which enables a more stable system operation. 
Estimation of Individual Element Performances
The individual element performances including the permeate flow, salt rejection, and differential pressure were estimated. The differential pressure is the difference between the feed pressure and the brine pressure existing at the end of the elements. Therefore, the differential pressure of the individual RO elements can be obtained by measuring the pressure drop as the feed water passes through the feed channels. The feed channel blocking that is due to the membrane fouling can lead an increase in the differential pressure, which can be an indicative of the estimation of the fouling intensity of each RO element. The differential pressure of the pilot RO system was also measured during the pilot test; however, due to the relatively short test term, the differential pressure gap between pressure vessels is not perceptible. Instead, the differential pressure of the individual RO elements before and after the pilot test was measured to compare the fouling intensities according to the element flow rate. A total of six RO elements were uninstalled from the pilot test machine after finishing the test and then sent to the Toray Chemical Korea Inc. plant to assess the element performance including the differential pressure. The performance deterioration values of the used RO elements were estimated through a comparison of the retest results to those of the initial performance that were measured prior to the pilot test. Specifically, the performance variation according to the RO element flow rate was evaluated by comparing the membrane performances of the corresponding position RO elements between the two vessels [18] . The element performance was evaluated based on the regular grade RO (FEn) standard test condition at 2000 ppm NaCl, 25 °C, 15% recovery, 15.5 bar, and pH 7.0.
As described in Figure 10 , the lead position FLR element showed an enhanced flow rate decrease and salt passage increase compared with the FEn located at the same position in a vessel. 
The individual element performances including the permeate flow, salt rejection, and differential pressure were estimated. The differential pressure is the difference between the feed pressure and the brine pressure existing at the end of the elements. Therefore, the differential pressure of the individual RO elements can be obtained by measuring the pressure drop as the feed water passes through the feed channels. The feed channel blocking that is due to the membrane fouling can lead an increase in the differential pressure, which can be an indicative of the estimation of the fouling intensity of each RO element. The differential pressure of the pilot RO system was also measured during the pilot test; however, due to the relatively short test term, the differential pressure gap between pressure vessels is not perceptible. Instead, the differential pressure of the individual RO elements before and after the pilot test was measured to compare the fouling intensities according to the element flow rate. A total of six RO elements were uninstalled from the pilot test machine after finishing the test and then sent to the Toray Chemical Korea Inc. plant to assess the element performance including the differential pressure. The performance deterioration values of the used RO elements were estimated through a comparison of the retest results to those of the initial performance that were measured prior to the pilot test. Specifically, the performance variation according to the RO element flow rate was evaluated by comparing the membrane performances of the corresponding position RO elements between the two vessels [18] . The element performance was evaluated based on the regular grade RO (FEn) standard test condition at 2000 ppm NaCl, 25 • C, 15% recovery, 15.5 bar, and pH 7.0.
As described in Figure 10 , the lead position FLR element showed an enhanced flow rate decrease and salt passage increase compared with the FEn located at the same position in a vessel. The end position FLR element exhibited a rather lower flow rate reduction compared with the FEn. In particular, even though the overall differential pressure that was measured during the pilot test is superficially analogous for both vessels, the differential pressure deviation of the individual elements within the same vessel is more prominent in the FLR case compared with the FEn case, which further confirmed that the membrane fouling of the lead position element is more pronounced in the FLR case. Accordingly, the FLR case also showed a larger differential pressure gap between the lead and end position elements. As can be seen in Figure 10 , the differential pressure gaps within a vessel are 0.08 bar for the FEn case and 0.20 bar for the FLR case. In conclusion, the performance deterioration, including the flux decline, salt passage increase, and differential pressure increase is more enhanced and localized on the lead position element and the intensity is considerably higher in the FLR case compared with the FEn case; this is mainly due to the fact that the lead position FLR element experienced an enhanced working load due to its inherent higher permeability.
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the lead and end position elements. As can be seen in Figure 10 , the differential pressure gaps within a vessel are 0.08 bar for the FEn case and 0.20 bar for the FLR case. In conclusion, the performance deterioration, including the flux decline, salt passage increase, and differential pressure increase is more enhanced and localized on the lead position element and the intensity is considerably higher in the FLR case compared with the FEn case; this is mainly due to the fact that the lead position FLR element experienced an enhanced working load due to its inherent higher permeability. 
Membrane and Foulant Analysis
The lead position elements of both vessels were further inspected with diverse analytic methods. It was known that different types of foulants and scalants were characterized in each RO elements according to its specific position within a pressure vessel [45, 46] . Each RO element was autopsied for the extraction of the flat sheet membrane samples and the foulants accumulated on the membrane surfaces. At first, the surface features of the virgin and fouled membranes were visualized. As shown in Figure 11 , when the SEM images of fouled membranes were compared with different flow rates, the fouling layer magnitude of the FLR case appears to be quite different compared with the FEn case. Considering the fact that the two elements were operated under parallel operational conditions, including the feed water characteristics, and had a correlative intrinsic fouling resistance, as described in Section 3.1, the differences in the fouling layer details are principally due to the more intensive fouling of the FLR that originated from its intrinsic higher flow rate.
The organic and inorganic occupying portions of the foulant were evaluated using weight LOI method. By adopting the LOI method, the organic substance fraction in the foulant samples can be estimated through a measurement of the weight variation after the heating of the samples to the previously designed temperature. Generally, the remaining water in the prepared foulant samples 
The organic and inorganic occupying portions of the foulant were evaluated using weight LOI method. By adopting the LOI method, the organic substance fraction in the foulant samples can be estimated through a measurement of the weight variation after the heating of the samples to the previously designed temperature. Generally, the remaining water in the prepared foulant samples vaporized at temperatures below 100 • C. As a result, the organic/inorganic fractions of foulants can be determined by measuring the weight variation between the weights of around 105 • C and the final temperature. As shown in Figure 12 , an approximate weight loss of 40% was estimated, indicating that the volatile organic materials occupied a 40% fraction of the foulant, and approximately 60% of the remaining weight originated from inorganic materials, irrespective of the RO element permeate flow rate. These results indicate that the organic/inorganic portion of foulants remains as analogous even though the fouling intensities in the two foulant samples are different.
Water 2018, 10, x FOR PEER REVIEW 16 of 23 vaporized at temperatures below 100 °C. As a result, the organic/inorganic fractions of foulants can be determined by measuring the weight variation between the weights of around 105 °C and the final temperature. As shown in Figure 12 , an approximate weight loss of 40% was estimated, indicating that the volatile organic materials occupied a 40% fraction of the foulant, and approximately 60% of the remaining weight originated from inorganic materials, irrespective of the RO element permeate flow rate. These results indicate that the organic/inorganic portion of foulants remains as analogous even though the fouling intensities in the two foulant samples are different. vaporized at temperatures below 100 °C. As a result, the organic/inorganic fractions of foulants can be determined by measuring the weight variation between the weights of around 105 °C and the final temperature. As shown in Figure 12 , an approximate weight loss of 40% was estimated, indicating that the volatile organic materials occupied a 40% fraction of the foulant, and approximately 60% of the remaining weight originated from inorganic materials, irrespective of the RO element permeate flow rate. These results indicate that the organic/inorganic portion of foulants remains as analogous even though the fouling intensities in the two foulant samples are different. The EDX analysis was conducted to determine the elemental composition of the foulants on the membrane surfaces. EDX can also be adopted as an indirective analytic tool for estimating the foulant amount due to an energy intensity that is comparative to the element concentration. According to Figure 13 , both the chemical composition and the peak intensities appear to be similar and are not dependent on the RO element flow rate grade. Notably, the inorganic fouling sources mainly consist of aluminum and silica. There was a slight possibility of an exclusive silica deposition on the membrane surface, because silica exists in most water sources abundantly, and the feed water silica concentration was managed within the region of 2.3 ppm to 2.9 ppm during the test period. Aluminum, however, is known as one of the most dominant precipitants, and the aluminum concentration is noticeably higher than the RO feed water guideline of 0.05 ppm [39] . As described in Table 4 , the aluminum concentration varied from the initial value of 0.12 ppm to 0.19 ppm after the retentate recycling, and this value is almost two-to-four times higher than the guideline limitation. Consequently, the aluminum and silica formed insoluble aluminum-silicate deposits on the membrane surface [18] .
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LPRO Feasibility Estimation Study Based on the Pilot Test Results
The economic and practical feasibility of LPRO was evaluated through the simulation study using RO system design software CSMPro 5.0 (Toray Chemical Korea Inc.). It was assumed that a reuse plant with a 50,000 ton/day capacity was designed with the adoption of either the FEn or the FLR, and the other design details are shown in the Table 7 . As shown in Table 7 , the same numbers of pressure vessels and RO elements were derived, so there would be no difference in the capital cost for both simulation cases. The operation cost difference between the two simulation cases could be estimated by comparing the specific energy consumption (kWh/ton) that is calculated from the predicted operating pressure. On the other hand, the allowable minimum salt rejection value of the system was presumed as 98% to estimate the effect of the different flow rate RO elements on the permeate water quality. Other design details such as the array configuration, system recovery, and average permeate flux, were determined according to the conventional reuse plant design protocol provided by the filter technical support team of Toray Chemical Korea Inc. The annual flux decline value (%/year) and the annual salt passage increase value (%/year) were adjusted based on the preceding pilot test result. According to Table 6 , the FLR case represented a permeate flux decline tendency that was enhanced by roughly 20% during the entire operation period, so the annual flux decline of the FLR case was adjusted as 14.4%/year, which is a 20%-higher value compared with the default setting of 12%/year that is commonly applied for the reuse plant design process. Accordingly, the 12%/year annual flux decline setting was adopted for the FEn case for the simulation study. The annual salt passage increase (%/year) value of the FLR was also adjusted because the FLR exhibited a salt passage increasing tendency that is almost twice as high during the entire pilot test period. The annual salt passage increase settings of both cases were assumed as the default value of 10%/year for the FEn case, which is normally adopted for the 
The economic and practical feasibility of LPRO was evaluated through the simulation study using RO system design software CSMPro 5.0 (Toray Chemical Korea Inc.). It was assumed that a reuse plant with a 50,000 ton/day capacity was designed with the adoption of either the FEn or the FLR, and the other design details are shown in the Table 7 . As shown in Table 7 , the same numbers of pressure vessels and RO elements were derived, so there would be no difference in the capital cost for both simulation cases. The operation cost difference between the two simulation cases could be estimated by comparing the specific energy consumption (kWh/ton) that is calculated from the predicted operating pressure. On the other hand, the allowable minimum salt rejection value of the system was presumed as 98% to estimate the effect of the different flow rate RO elements on the permeate water quality. Other design details such as the array configuration, system recovery, and average permeate flux, were determined according to the conventional reuse plant design protocol provided by the filter technical support team of Toray Chemical Korea Inc. The annual flux decline value (%/year) and the annual salt passage increase value (%/year) were adjusted based on the preceding pilot test result. According to Table 6 , the FLR case represented a permeate flux decline tendency that was enhanced by roughly 20% during the entire operation period, so the annual flux decline of the FLR case was adjusted as 14.4%/year, which is a 20%-higher value compared with the default setting of 12%/year that is commonly applied for the reuse plant design process. Accordingly, the 12%/year annual flux decline setting was adopted for the FEn case for the simulation study. The annual salt passage increase (%/year) value of the FLR was also adjusted because the FLR exhibited a salt passage increasing tendency that is almost twice as high during the entire pilot test period. The annual salt passage increase settings of both cases were assumed as the default value of 10%/year for the FEn case, which is normally adopted for the reuse plant design process, and 20%/year for the FLR case. These default setting values are exactly same as those of RO design software IMSDesign 2015 (Hydranautics, Oceanside, CA, USA). On the other hand, other design programs including DS2 (Toray Industries Inc., Tokyo, Japan) and ROSA (Dow Chemical Company, Midland, MI, USA) set the default setting values slightly conservative compared to those of CSMPro 5.0 and IMSDesign 2015. The setting values of each RO membrane manufacturer were derived from the internal test results and the empirical field data acquired from various applications [47] [48] [49] [50] . An additional FLR based simulation study for which the default values of both the annual flux decline and the annual salt passage increase were adopted was also conducted to estimate the effect of the adjusted input variables on the simulation results. Figure 15a shows the annual specific energy consumption (kWh/ton) estimation result of the simulation studies. The specific energy consumption (operating pressure) of FEn case was 22.5% higher than those of FLR cases at the beginning of the system operation (0 year). When comparing the FEn and the 12%/year annual flux decline FLR case, the difference in the operating pressure (expressed as specific energy consumption) was predicted to increase from 22.5% (0 year) to 27.0% (5 year) as the operation year elapsed. Consequently, the average operating difference ratio was calculated as 24.4% during entire operation period (5 years). On the other hand, an additional FLR based simulation study for which adopting the annual flux decline setting as 14.4%/year exhibited considerably different variations. In this case, the operating pressure difference ratio was expected to decrease from 22.5% (0 year) to 14.3% (5 year) as the operation time elapsed, and the average operating pressure difference ratio was calculated as 17.8% during the same operation period. As a result, it could be confirmed that the energy saving advantage of the LPRO application could be significantly reduced in the long-term operation. Although it was predicted that the FLR was fairly advantageous for lowering the operating pressure at the initial stage of system operation, it was necessary to make a comprehensive judgment with considering the enhanced flux decline accompanied by the frequent CIP intervals and the following product water quality issue.
As shown in Figure 15b , the system rejection prediction results addressed another serious issue in the model plant management. As previously described, a 98% system rejection was presumed as the minimum allowable value for the permeate water quality. For the FEn case, it was predicted that the permeate water quality could meet the designated water criteria up to the fifth year without an RO element replacement; however, the system rejection of the FLR case was predicted as 97.7% at the second year for the 20%/year salt passage increase case and 97.8% at the third year for the 10%/year salt passage increase case. This is mainly due to the lower operating pressure and the higher annual salt passage increasing tendency of the FLR. The required quantity of the FLR elements to meet the presumed system rejection of 98% can be estimated by varying the partial replacement ratio. As can be seen in Table 8 , 83.3% of the total FLR elements must be replaced at the second year for the 20%/year annual salt passage case, and a 50% element replacement is needed at the third year for the 10%/year annual salt passage case. The term "element average age" in Table 8 , means the maximum allowable element average age to match the desired permeate water quality. That is, a significant amount of FLR elements must be partially replaced in the subsequent operation year to maintain the required element average age and the consequent permeate water quality.
When considering the inevitable element replacement cost, including the RO element purchase, labor cost, auxiliary devices cost, and the plant shutdown loss during the RO element replacement, the operating cost saving obtained from the lowering of the operating pressure could be offset eventually in the long-term operation. To summarize, LPRO exhibited a higher salt passage increase and an enhanced permeate flow rate decrease when it was facing the high fouling potential feed water. So, to utilize LPRO stably during long-term commercial operations, a highly advanced pretreatment process installation must occur first. Therefore, the LPRO application for high fouling potential feed water must be determined with careful consideration in terms of the initial capital cost and the operation and maintenance (O&M) cost. 
Conclusions
In this study, the feasibility of low-pressure (high flow rate) RO elements was evaluated through the adoption of feed water with a high fouling potential and two types of commercial RO elements with different permeate flow rates. Both the FEn and FLR membranes exhibited quite similar surface characteristics with the only exception of permeability. The initial operating pressure 
In this study, the feasibility of low-pressure (high flow rate) RO elements was evaluated through the adoption of feed water with a high fouling potential and two types of commercial RO elements with different permeate flow rates. Both the FEn and FLR membranes exhibited quite similar surface characteristics with the only exception of permeability. The initial operating pressure difference at the beginning of the operation clearly originated from the intrinsic flow rate difference between the two RO elements. However, the operating pressure difference became diminished as the membrane fouling progressed. The continuous decrease of the normalized permeate flow (NPF) became larger according to the operation time due to the accumulative membrane fouling, and the degree of permeability decrease is more pronounced for the FLR vessel. The normalized salt passage (NSP) difference between the two vessels started to become larger just after the initial operation start-up point. The salt passage variation rate (SVR) of the FLR vessel was maintained at approximately 2.0 to 2.5 times higher during the entire operation period.
Due to the higher permeability of the FLR membrane, the lead position element of the FLR vessel operated at a higher average flux compared with the FEn case, which led to a localized working load and an intensified membrane fouling. The individual RO element retest results, along with the instrumental analysis for the membrane coupons and foulants, further confirmed the more localized and intensified fouling in the FLR adopted case. The localization of fouling load within a pressure vessel in the LPRO applying case caused about 20% higher flux decline and almost 2-times higher salt passage inclination tendency than those of standard RO membranes. The RO system design simulation study with the adjustment of software input variables predicted that the energy saving capacity of LPRO membranes, which can be expressed as average operating pressure difference ratio (%) between two membranes, decreased from 24.4% to 17.8% and a substantial quantity of LPRO elements (83.3%) must be replaced to meet the designated water criteria only after 2 years operation. So, the LPRO application for high fouling potential feed water needs to be determined with a careful consideration regarding the total operation and maintenance (O&M) cost.
